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Electrical Layout
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Electrical Fixture Schedule

Description Count

Aircon Isolator 34

Day/Night Switch 1

DB 1

Double Plug 53

Light Switch 1 Lever 28

Power Pole 18

Single Plug 152

Two Tier Steel Power Skirting 1m Long 176

Lighting Fixture Schedule

Description Count

1.2M Double Flourescent Light 181

1.2M Single Flourescent Light Defused 5

1.2M Single Fluorescent Light 4

2D Round Flat 3

Mechanical Equipment Schedule

Description Count

Louver 500x300 10

Split A/C 9000 BTU 16

Split A/C 12000 BTU 3

Split A/C 18000 BTU 1

Split A/C 24000 BTU 13
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Typewritten text
0.61/96345 Sheet 2


	E 1 - L Shape Office - Electrical Layout

